INSPECTION REPORT !OILERS

NAVFAC 9-11014 /41

Supersedes NA VDOCKS !544

S/N 0105-LF-004-0000

DATE OF INSPECTION

F-/ 76 5= /3

I375

A EXTERNAL

.| TYPE OF INSPECTION
INTERNAL &.

OPERA-

INTERNAL & EXTERNAL c
X WITH PRESSURE TEST TIONAL

\. FROM w MNNT. OFF'CER
CAMP LEJEUNE, N C.

14.

CERTIFICATE ISSUED
XS /) 22R.

@ves [Jw~o

2. 70

NAVFACENGCOM

NORFOLI, VA

1S. BOILER INSPECTOR

%/&y_«&«' 1{7(0?%___ ..... b

BOILER DATA

NAVY OR NATIONAL BOARD NO.

3. MANUFACTURER

C LEAUER

BRookS

. 3

16. REASON FOR NOT I1ISSUING CERTIFICATE

4. PROPERTY NO

7 &

6. MFG. MODEL NO.

D-52-RH

5. MFG. SERIAL NO.

W 726l

7. BUILDING NO.

M-LAS

8. YEAR BUILT 9. CAPACITY

/794

10. FUEL (Check)

11. PRESSURE

25,000 LB/HR

DESIGNED OPERATING TEST
'_] COAL MOm ,_] GAS 2&0 psl /00 39& psi
12. FEED WATER TREATMENT 13. TYPE

-x_ [ SATISFACTORY

WATER
TUBE

FIRE
TUBE

| l UNSATISFACTORY

e

17. BOILER USE

18. COMBUSTION CONTROL (M/fg. Name)

FIRE YE

EXPORT

19. COMBUSTION

_L_—_i C02

AFTER BOILER

20.FLUE GAS TEMPERATURE

00 )F . AFTERHEATTRAP ___________°F

__ia_Lx EXCESS O,
SAFETY DEVICES

. SAFETY VALVES

21. MANUFACTURER

22. NUMBER AND SIZE

Y2

23. PSI SETTING 24. CONDITION

KurnkLE 2 — /287- /)30 | se7;
STEAM PRESSURE GAUGE
25. MANUFACTURER . 26. CORRECTIONS
Kﬂook_f WATER LEG CONSTANT psi; OTHER psi

CLERYER

27. REASON IF NOT TESTED

FIRING EQUIPMENT

ITEM

IN SERVICE

ALTERNATE

28. MANUFACTURER

C LEXUVER  BRoOLS

29. TYPE

POLVUE — STERA Af/ft SETONT -

30. FUEL GRADE

2 &

31. INSPECTOR'S COMMENTS

TS w17 PSS REPIACED OLD Bo/chk # T3

WL BoSEN JNSTRUED rDER Con/ 77mcl jF= 8BA-C— 478

32. ATTACHMENT(S) (Check)

D COPY OF INSPECTOR’'S REPORT

33. SIGNATURE

SPECIAL
COMMENTS

O

g%,z@/éu_.,

* U.S, GOVERNMENT PRINTING OFFICE: 1982 — 605 - 965

i ey T —— e







DATA RECORD SHEET - BOJLERS

RAYFAC 9-11014/%0 (9-69) Swpersedes NAVDOCKS 2509

MFGRS. SERIAL NO. MFGRS. MODIL D, MANUF ACTURER %, DAVE OF SHELT
WG-3261 D 52 RH CLEAVER BROOKS 5-16-85
TYPE OF SUPERMEATER FURNACE VUL!IME OPERATION USE DATE BUILT
cv. o1 1984
A |
HEATING SURFACE (5. FT.) s fapoRs —GRTE TRSTACCED
N/A SEMI - AUTOMATIC ELEC. POWER GENERATION 1985
.
TEMPERATURE AT SUPERHMEATCR OUTLET BOILER 222; MAMIAL LAID UP - WEY BOILER
LAID UP - DRY
| WATER wALL :
N/A oF PRESSURE (psig) - : i ik
- ECONOMI ZER
NORMAL FEEDWATER MPERATURE
SUPERHEATER 260 DESIGN c.r. . NATURAL
227 WATER TUBE FORCED
- °F | DRUMS 100 S CAPACITY
(See Rewerse Side [or Fittangs) A INSTALLED WP FIRE TUBE . |NDUC[D.
oraveter Steam Drum 36%W. | AIR HEATER HP
PRODUC
o N i b 25 000 e DUCES CIRCULATION
" 2 % sTi
aivekower Drum 24 TUBUL AR i % HATORA
ow :
FORGL WI.LDED REGENERAT I VE EOR SORTRG - maTRe COEER
FUSION WELDED STEAM G SUETEME MARER
e BTU/HR.
FUEL & FIRING EQUIPMENT IN SERVICE ALTERNATE FUEL & FIRING EQUIPMENT
COAL oL COAL oL
ANTHRAC I TE COMMERCIAL 1, 2, 4. 5. ) ANTHRACITE COMMERCIAL 1, 2. 4. 5. 6
FUEL 81 TUMINOUS NAVY BI TUMINOUS NAVY SPECIAL
OTHER OTHER
GAS GAs
— 1]
NATURAL NATURAL %
MANUFACTURED MANUFACTURED
D COAL-HAND FIRED COAL - PULVERIZER D COL-HAND FIRED COAL - PULVERIZER
COAL - STOKER ATTRITION COAL - STOKER ATTRITION
UNDERFEED - MULTIPLE RETORT BALL & RACE [ UNDERFEED - MULTIPLE RETORT [ | BALL & RACE ;
UNDERFEED - SINGLE RETORT BOWL MILL | UNDERFEED, - SINGLE RETORT ] sowL MiILL
— .
FIRING SPREADER - DUMP GRATE &l TUBULAR SPREADER - DUMP GRATE E TUBULAR
EQUIPMENT SPREADER - ' VIDRATING GRATE [~ | SPREADER - VIBRATING, GRATE
SPREADER - TRAVELING GRATE O1L BURNERS | SPREADER - TRAVELING GRATE 01L BURNERS
CHAIN GRATE [ ] mecHanICAL CHAIN GRATE ] MECHANICAL
b }—— o —
GAS X| steEam AtomizeD 6AS STEAM ATOMI ZED
bt ]
GAS RING X| AR aTOMIZED GAS RING AIR ATOMIZED
1 - P
VENTUR! TYPE ROTARY CUP . | venTur1 TYPE ROTARY CUP
FIRING [QUIPD{NT C EAV B
MANUFACTURER LEAVER BROOKS :
PROPERTY NO. BUILDING OR LOCATION ACTIVITY e
3 BOILER
72 M-625 12 MCBCL




PR, B S DR LY
H LTI P

~—

MARUFACTURER

RANGE

FITTING NUMBER SIZE TYPE SETTING PRESSURE CLASS
SATETY VALVES 2 2% KUNKLE FIG-300 [125-130 |10-600 750
STEAM OUTLET vALvEs| 2 6" CRANE - STOCKHAM # 300
BLOW. OFF VALVES 2 iy YH\RLU;Y
FEEDWATER VALVES 2 2" VELAN Gmcg(rEVALVE 800
WATER COLUMN 1 iy | CLEAVER BROOKS .
‘reeowaren necuLaton| ] 1% COPES VULCON FW-1 300
WATER GAGES 1 3/4" RELIANCE 404-RS
STEAM GAGES 1 .)le% CLEAVER BROOKS | 0-200
Y ALOWERS 1 o DIAMON (FLOATER TYPE) . G9B 55 400
FUSIBLE PLUGS N/A N/A

COMB-USTION CONTROL - FIREYE TYPE 25RU8 MODEL 4580

S/V @ 125 PSI CAP. - 18463
S/V @ 130 PSI CAP. - 19288
LWCO - CLEAVER BROOKS PROBE TYPE 2 EA & 1 FLOAT TYPE

NAT'L B.

# 68810

CONTRACT # 82-C-4678

This boiler has replaced old Boiler #33.

NAVFAC 9-11014/90 (9-69) (BACK)




e N s

DATA RECORD SHEET - BOILERS

NAVFAC 9-11014/40 (9-69) Swpersedes NAVDOCKS 2509

MFGRS. SERIAL NO. MFGRS. MODIL %O, MANUFACTURER DATE OF SHEET
WG-3261 D 52 RH CLEAVER BROOKS 5-16-85
TYPE OF SUPERHEATER FURNACE \ UL ME OPERATION USE DATE BUILT
Cu. FT 1984
AUTOMATIC XPORT
HEATING SURFACE (5Q. FT.) i BATE TNSTACLED
N/A SEMI - AUTOMATIC ELEC. POWER GENERATION 1985
v
TEMPERATURE AT SUPERHEATCR OUTLET BOILER 222; PO S BOILER
LAID UP - DRY :
. * | WATER WALL - 3 7 5
Wik, & cccomcn. ' PRESSURE (psig) : ! e ORAFT
ECONOMI ZER
NORMAL FEEDWATER TEMPERATURE 260 =
SUPERHEATER DES I GN A NATURAL
229 WATER TUBE FORCED
T 100 i CAPACITY 2] X
(See Reverse Side for Fittings) M 1. INSTALLED WP || FrRe Tuee INDUCED.
oiaverer Steam Drum 36%. | AR HEATER Hp
PRODUCES 1
S v IR o 25 000 b o LA CIRCULATION
" 2 5 STEAM
aivereower Drum 24 TUBULAR E'{] x| NaTURAL
LOW TEMP. WATER F
FORGE WELDED REGENERAT I VE EDR E ORCED
FUSION WELDED STEAM 3 e gl
L BTU/HR. |
FUEL & FIRING EQUIPMENT IN SERVICE ALTERNATE FUEL & FIRING EQUIPMENT
COAL oI COAL oIL
ANTHRACI TE COMMERCIAL 1. 2, 4. 5. ) ANTHRACI TE COMMERCIAL 1, 2, 4. 5. 6
- B1 TUMINOUS NAVY 81 TUMINOUS NAVY SPECIAL
OTHER OTHER
GAS 6AS
NATURAL NATURAL
MANUFACTUR
|| MANUFACTURED || MAnuFACTURED
D COAL-HAND FIRED COAL - PULVERIZER COL-HAND FIRED COAL - PULVERIZER
COAL - STOKER ATTRITION COAL - STOKER ATTRITION
UNDERFEED - MULTIPLE RETORT BALL & RACE [ ] UNDERFEED - MULTIPLE RETORT BALL & RACE
— S
| | UNDERFEED - SINGLE RETORT BOWL MILL UNDERFEED - SINGLE RETORT BOWL MILL
SPREADER - DUMP GRATE TUBULAR " | SPREADER - DUMP GRATE TUBULAR
FIRING ) : e
EQUIPMENT SPREADER - VIBRATING GRATE SPREADER - VIBRATING GRATE
® SPREADER - TRAVEL ING GRATE 0IL BURNERS SPREADER - TRAVEL ING GRATE 01L BURNERS
|| cHaiN GRaTe MECHAN | CAL CHAIN GRATE MECHAN | CAL
6AS X | STEAM ATOMIZED GAS STEAM ATOMI ZED
GAS RING X| AIR ATOMIZED GAS RING AIR ATOMIZED
VENTUR! TYPE ROTARY CUP VENTURI TYPE ROTARY CUP
FIRING EQUIPMENT LEAVER B
MANUFACTURER C ROOKS 3
PROPERTY NO. g BUILDING OR LOCATION ACTIVITY
8 BOILER
72 M-625 12 MCBCL




R e A

~—

FITTING NUMBER SIZE MANUFACTURER TYPE SETTING RA-NGE PRESSURE CLASS
SAFETY VALVES 2 2% KUNKLE FIG-300 [125-130 |10-600 758
STEAM OUTLET VALVES| 2 6" CRANE - STOCKHAM = 300
BLOW- OFF VALVES 2 £ YMXRMM&Y
FEEDWATER VALVES 2 2" VELAN c:I{E(;(i'];"(f_.:‘,ALVE 800
WATER COLUMN 1 Ay CLEAVER BROOKS
PEEONATER SEGULATONY, 1% COPES VULCON Fi-1 300
WATER GAGES 1 |3/4" RELIANCE 404-RS
STEAM GAGES 1 |8y CLEAVER BROOKS 0-200
SPOT. BLOWERS 1 2" DIAMON (FLOATER TYPE) G9B 55 400
FUSIBLE PLUGS N/A N/A

COMBUSTION CONTROL - FIREYE TYPE 25RU8 MODEL 4580
S/V @ 125 PSI CAP. - 18463

S/V @ 130 PSI CAP. - 19288

LWCO - CLEAVER BROOKS PROBE TYPE 2 EA & 1 FLOAT TYPE
NAT'L B. # 68810

CONTRACT # 82-C-4678

This boiler has replaced old Boiler #33.

NAVFAC 9-11014/40 (9-69) (BACK)




DATA RECORD SHEET - BOILERS

NAVFAC 9-11014/40 (9-69) Supersedes NAVDOCKS 2509

MFGRS. SERIAL NO.

MFGRS. MOCEL 0. MANUFACTURER DATE OF SHEET
G- 26 ( D S R/ CLEeRUER BROQKkS S -85
TYPE OF SUPERHEATER FURNACE \ ULUME OPERATION USE DATE BUILT
cu. FT ; ’_(
AUTOMAT I C X /128
HEATING SURFACE (5. FT.) X i ;s BATE TNSTALLED
/U//Q || semi-automatic ELEC. POWER GENERATION 9 o<
TEMPERATURE 'AT SUPERHEATER OUTLET BOILER 2 "/0 7 . s a8 & dedd BOILER :
: | waTER waLt 449 - LAYE: OF:4= DRY S
Y}, e PRESSURE (psig) Tree ORAFT
ECONOMI ZER :
NORMAL FEEDWATER TEMPERATURE
SUPERHEATER 260 DESIGN [ ] c.. NATURAL
WATER TUB FOR
227 ot [onums —_——————— VAW CAPACITY E : meen
(See Reverse Side for Fittings) - — /00 __ insTALLED WP | | Fire Tuee INDUCED
. R
DIAMETER 'LIR'L‘W;??TL‘ in. | AIR HEATER HP
ZS " PRODUCES CIRCULATION
LENGTH LD FT. 2 N NONE 250600 i
. - 7 e [Z STEAM % NATURAL
RIVETED TUBUL AR
LOW TEMP. WAT
|| Force wrLpED REGENERAT | VE £ — L Ly
V FUSION WELDED STEAM i ol ld
X BTU/HR. | —
FUEL & FIRING EQUIPMENT IN SERVICE ALTERNATE FUEL & FIRING EQUIPMENT
COAL oIL COAL oI
ANTHRACI TE COMMERCIAL 1, 2, 4, 5@ ANTHRACI TE COMMERCIAL 1, 2, 4, 5, 6
bk 81 TUMINOUS NAVY B1 TUMINOUS NAVY SPECIAL
OTHER OTHER
GAS GAs
NATURAL = NATURAL
MANUF ACTURED MANUF ACTURED
D COAL-HAND FIRED COAL - PULVERIZER D COL-HAND FIRED COAL - PULVERIZER
COAL - STOKER ATTRITION COAL - STOKER ATTRITION
UNDERFEED - MULTIPLE RETORT BALL & RACE [ | UNDERFEED - MULTIPLE RETORT BALL & RACE
.
UNDERFEED - SINGLE RETORT BOWL MILL | UNDERFEED - SINGLE RETORT BOWL MILL
—-— —_—
FIRING SPREADER - DUMP GRATE TUBULAR SPREADER - DUMP GRATE TUBULAR
EQUIPMENT %_ SPREADER - VIBRATING GRATE ' [ | SPREADER - VIBRATING GRATE
— L
SPREADER - TRAVELING GRATE 01L BURNERS SPREADER - TRAVELING GRATE O1L BURNERS
LT
j CHAIN GRATE MECHAN | CAL || cain crate MECHAN | CAL
GAS ' STEAM ATOMI ZED GAS STEAM ATOMI ZED
GAS RING AIR ATOMIZED GAS RING AIR ATOMI ZED
VENTURI TYPE ROTARY CUP VENTUR| TYPE ROTARY CUP

FIRING EQUIPMENT
MANUFACTURER

LR

PROPERTY NO.
7

BUILDING OR LOCATION

M — 625

BOILER 7

ACTIVITY

ez ¢




A Sk
D, -

FITTING NUMBER SIZE MANUFACTURER TYPE SETTING RANGE PRESSURE CLASS
SAFETY VALVES B 2 /2 Kyrkle 16- 3209 1125 130\/40— 60Q | Zs5a
STEAM OUTLET VALVES 9 CO L} Cﬁ/‘fﬂg 75 el prin 2% Z55
BLOW- OFF VALVES ok s )/HRMAY
= ) CHECK VR IV
FEEDWATER VALVES o - //E—Z./?jk/ RATE 900
WATER COLUMN / " C LEMUETL BRad LS
FEEDWATER REGULATOR / / 7; C,O/DE.S //Z/L COIO F Lo )=l 300
WATER GAGES | 7/4{ Rel/pmpce Yof-RS
STEAM GAGES , 8’ ’/L C Lewveh. BRooks H=-200
SOOT BLOWERS / 9 v b //4/140") < /=] ORTER ry/’{ 6— 95 (( #OO
FUSIBLE PLUGS /u//g )'U/H
Chipas CoRTROG = IREYE 7TYPE 25 RUS MovEl 4§80
S SO e | aape ABEOT
sz ewp 1928

s/Y & 3o

Jitae 'O

NATL B. 2= 62810

a2 FH-eR 4679

////5 Boleh s pEfL#cED OLO Bolét 2 Z3

NAVFAC 9-11014/40 (9-69) (BACK)

CLlamych. BRosks FPRopE PHPE  XEA £/ FLawT Fyee

e g —




CLEAVER-BROOKS

Name of Customers Feedwater Consultant

‘)7.23/ gs”

Was Feedwater Treatment Discussed?

Operating Manuals Received By: (Name)

Operator Instructions Given To: (Name)

Draft Control Mfg.

Type

Mecdulating Draft Control
Low Draft Pressure Switch

[ Yes
D Yes

0 Ne
DNo

FLAME SAFEGUARD AND SAFETY TRIP CHECK

Control Set Point
Low Water Cut Out _{ 7% Bottom of Glass

Low Water Alarm E’-ﬁ Bottom of Glass
High Water Alarm v Top of Glass
Aux. Low Water Cut Out 4&._2__ Bottom of Glass
Main Flame Out .3 7 Sec.

Pilot Flame Out . a8 &0

Sec.
Minimum Pilot Check _‘L%__M b Vel ts
Purge Time 6 Sec,

vlgnition Time ”‘ Gas _ 20 Qil
Oper. Steam Press. _[OO
Ll s

High Steam Press.
High Gas Press.

Low Gas Press.

High Oil Press. AL @@ -

Soot Blower Press. <1 7

Lo- PLeT G#s c/o @-"”ﬂzo

* Low Qil Press.

M

Control Set Point

Qo SyfrLy 20

Low Atom Air-
Steam Press.

High Qil Temp. ”/L * [ 1\'8 N‘”“
Low Gil Temp. M/l &l @ /90°F

Purge Air Proving -
Combustion Air Proving &~

Furnace Press.
Switch

ID Fan Aux.
Contact

Leak Test
Gas Valves

Leak Test
Qil Valves

Leak Test
Pilot Valves

Comments:

le O RPN STH C/o -Mewrd AewaR RiNGE. O~ FO
3PP Con s T PO Bt —TF AP D —

S J IR L Srvve TNy NI

AL B R4 _en wm—

posvwe INISIE SOUSININ IV

C10-341A-2
Printed in U.S.A.

Page 2
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" BOILER INSPECTION CHECK LIST

LOCATION BLDG NO. BOILER NO. DATE

mAwP - dbo PSE Imeear s/ 192300
| B0ILER M7C. € Lenueh BReokS | car. PoY-X )
SERIAL 10. ) G- 32 6]  IMODEL No. D S R | N.B. NO. 7

PO Farlq 4 -2y -I%]

BURNER M7G. € LeppuaWn I3 Rook 3 FIRING RATE:

STEAM GAGE NAME: MISA/CRALFT PRESS. @~ 2QQ | TEST

1sv nre KumokLE CAP.?Q 257 |no. " R is1ze A Y2’
Lo, 1 Fed0 s_BT_Lﬁ.f___B.Q_J | opEN 2% 29, lcrose 2 & /29,
NO. 2MpT. iSET )30 Bb. & iOPEN)P® /7Y, CLOSE 29 VESY
NG. 3 SET OPEN __lcLose -
cozy oz TElE S . -5

NO. 1 FIREYE _ C/0 | P AL

NO. 2 FIREYE  C/0 : \ ?7 ) A/L

| J—8-

HI-STEAM TEMP. C/0 _ _v pk. X of / A/L

EXCESS STEAM TEMP. C/0 PR A/L
|BI 0oIL TEHP. C/O DGR e 'IQ\T bl A/L

HI OIL PRES3. C/0 A B e A/L

LO 0IL TEMP. C/O : A ol b A/L

255 clo fg? ol

LO OIL-PRESS. C/0 “ 3 *‘ A/L

o : TN o

L0 ATGM ATR/STEAM C/0 i A/L

KO. 1 LW C/0 oAk Bt A/L

ey oy v

T 0 e N e § e % T A/L

| L0 _FURNACE DRAFT-C/0 " * it ‘ 1a/L

LO-FIRE-SPART QA Lo - . vt g A Bl TR e TA/L

TYPE-OE- FUEL ; P s A/L

 DATE~ 16_3-(“ o 5 MO e ' - |

REMARKS: “" 3

Boder 5. Fr. 2407

LOATEA  walls 499 et

-

Lﬂhﬂ AN G GO o (D

T?/B G TEeren AuaThel QU Ser .= Y= T X -WEY]

L00uld roT RSSET. _w TH ElkE BUrWme on Lol Frre.
CuT FIRs: 0T BND Yrilvyg PSsSET AT X/

e —

13- g5 7erEp S sl @ 428 LIET @ ./96( pzs027 O /22 —OKl

o =




